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SCALE 1/4” — 1’_0” / KEY NOTES NEW WORK.
1| CONNECT 1 1/2” SAN. AND 1 1/2” VENT FROM NEW LAV—1
AND S—1 TO EXISTING 2” SAN. AND VENT LEFT OVER FROM
DEMOLITION. CONNECT NEW 1/2” HOT & COLD WATER FOR
LAV—1 AND S—1 TO EXISTING 3/4” HOT & COLD WATER AND
ROUTE TO NEW FIXTURES. INSULATE ALL HOT & COLD WATER
PIPING INCLUDING TAIL PIPE UNDER LAV FOR HANDICAP
USE/PROTECTION. PROVIDE PROTECTIVE JACKET ON INSULATED
PIPES.
2| PROVIDE SHUT—-OFF VALVES IN OVERHEAD HW & CW PIPING
SERVING NEW FIXTURES.
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